
First Conference for Engineering Sciences and Technology (CEST-2018) 
25-27 September 2018 / Libya 

Optimal Power Loss Minimization using Optimal Size and Location of 
Shunt Capacitors, and DG  

Hesain Milad Alfrd 

hussein.alfared@elmergib.edu.ly 
Department of Electrical &Computer Engineering, College of Engineering, Elmergib University, Libya 

Received: 00 April 2018 / Accepted: 00 May 2018 

 

A B S T R A C T  

One of the biggest problems that face the electric distribution network is the power losses, which could be reduced for 

obtaining a good voltage improvement. Two effective case studies have been used to  minimize the power losses; a 

conventional case study which could be represented by installing Shunt Capacitors, and a modern case study which 

could be represented by installing Distributed generators (DG).This paper presents effective approaches, to obtain 

the optimal size and location of each of  Shunt Capacitors, and DG, based on  Newton Raphson Numerical Method. 

The first approach proposes load flow, and the second approach proposes optimal load flow. A Libyan distribution 

network was chosen for the discussion and analysis.     
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1 Introduction 

Installation of shunt capacitors in the electrical distribution system,  has many advantages for many purposes.    Inductive 
loads such  as  transformers and motors  cause lagging power factor which leads to a reduction in capacity , voltage levels, 
and increasing power losses. Optimal capacitor placement provides a network with the necessary reactive power  using 
Tabu Search method [1].  Various techniques have been applied using capacitor allocation, and every technique has its own 
advantages, and defects [2].   Shunt capacitors enhance the reactive power control in addition to the system reliability and 
security in the distribution network.  For the compensated and uncompensated networks a state-space method is used to 
study the reliability index [3]. Minimizing the power and energy losses using a genetic algorithm where the major objective 
function is to decrease the cost depending on capacitor location and reactive power support [4]. Optimal capacitor 
location and size to supply with the necessary compensation for the better investment required to satisfy appropriate 
reactive constraints based on deterministic and genetic algorithm together  [5].The improvement of the Distributed 
Generation technologies has a large impact on power system operation. The renewable energy sources such as  solar, wind, 
hydro, biomass, etc., is the most important motivation for the studies including the integration of   DG   to the electric grid. 
Voltage profile improvement and reducing power losses can be obtained by the installation of DG in the distribution 
network  [6]. Essential definitions of DG and their operating constraints  as well as their types, classification, and  
technologies [7]. DG on electric power system contributes to good power quality, voltage profile improvement, and loss 
reduction  [8]. Hybrid PSO &HBMO algorithm is implemented in optimal placement and sizing of   DG in the distribution 
network in order to decrease the total power losses and obtaining voltage profile enhancement [9]. Genetic Algorithm is 
also used for optimal size and location of DG with the purpose of supplying necessary real and reactive power to a 
distribution network whereas the main objective is to minimize system losses and to enhance system reliability and voltage 
profile [10]. Power Loss Minimization and Voltage Profile Improvement of a Distribution System Using Optimal Size and 
Location of DG utilized on 11 (KV) real Libyan distribution system [11].  In this paper, the optimum size and location 
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of the shunt capacitor, and DG connected to distribution system is studied by using an optimal control theory with an 
excellent solution approach (Newton Raphson). 

2 Materials and Methods 

The Newton–Raphson (NR) method has outstanding convergence characteristics for solving non-linear algebraic systems. 
In comparison with the Gauss-Seidel method, a lesser range of iterations is necessary for convergence provided that, 
the initial values are not far away from the final solution [12]. 

3 Theory and Calculation 

Two case studies were applied to find the optimal size and location of a shunt capacitor, and   DG separately using Newton 
Raphson   method on a power distribution system, the following Computational procedure should be done as follows:  
Step 1: Run normal load flow to find the losses before the installation of the capacitor &DG.  
Step 2: Run normal load flow after installing unknown shunt capacitor size on each bus.  
Step 3: Find the optimal size of the shunt capacitor for each bus using Eq.(4). 
Step 4: Compute the total loss using Eq. (1)   after placing a shunt capacitor of the optimal size obtained in step 3.  
Step 5: Run optimal load flow after installing unknown   DG size on each bus. 
Step 6: Find the optimal size of DG for each bus using Eq. (3). 
Step 7: Compute the total loss using Eq. (1) for each bus by placing DG of optimal size obtained.  
Step 8: Locate each of shunt capacitors and DG on the bus at which the loss is minimum. This is the optimum location for 
a shunt capacitor or DG. 
Step 9: Run load flow with each of shunt capacitor and DG to get the final result. 
Step 10: The voltage profile has improved after connecting a shunt capacitor and a distributed generator on the optimal 
location using Eq. (6).  

3.1 Mathematical Expressions and Symbols 

Location and size of shunt capacitor & DG units are decided in such a way that minimum system power loss and desired 
voltage profile are obtained. Therefore, there is a need to define the system power loss as a function of each of shunt 
capacitor and DG size and system bus voltages. Hence: 

𝑃"#$$ = 	𝑃"'()*
'+,                                                                    (1) 

Where   P loss: is the real power loss, and   m: is the number of branches in the power system. 

𝑃"'()(',,) = 𝑃(') − 𝑃(,)                                                                   (2) 

𝑃' = 𝑃12' − 𝑃1' = 𝑉' 	
			

𝑉, [𝐺',𝑐𝑜𝑠	(𝜃'
(
,:;,,+' − 𝜃,) + 𝐵',𝑠𝑖𝑛	(𝜃'	 − 𝜃,)]																									(3)                    

𝑄' = 𝑄12' − 𝑄1' = 𝑉' 	 𝑉, [𝐺',sin	(𝜃'(
,:;,,+' − 𝜃,) + 𝐵',cos	(𝜃'	 − 𝜃,)]                    (4) 

where 'i ' is the location of the capacitor or DG unit ( i =1, 2, 3…, n) and 'n' is the total number of bus bars in the 
distribution network. 𝑃'  and 𝑄'  are net real and reactive power injection in the bus 'i' respectively. 𝑉'  is the voltage 
magnitude at the bus 'i' respectively. PDGi and QDGi are the real and reactive power generations of DG at the bus '	𝒊 '. PDi 
and QDi are the real and reactive power demand at the bus '	𝑖 '. So objective function is to minimize the power loss 
considering following constraints: 

PIJKK = PL M
N
M:; − PO M

N
M:; 	                                                                                         (5) 

 Where  𝑃2(')  is the generated real power in the bus′𝒊′, and 𝑃1(') is the consumed power in the bus-	′𝒊′ 

Where 'n' is a number of buses. It should highlight that enhancing the voltage profile depends upon minimizing the voltage 
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deviations  VD as: 

𝑉𝐷 = 𝑉( − 𝑉R)S
T(

':;
                                                                                           (6)                                                                  

Where   𝑽𝒓𝒆𝒇 is the reference voltage that commonly equals to 1 p.u. 

𝑉	'	*'( ≤ 𝑉' ≤ 𝑉	'	*Z[  

𝑃"'()(',,) ≤ 𝑃"'()(',,)*Z[ 

Proper settings for 𝑉	'	*'( 		𝑎𝑛𝑑		 𝑉	'	*Z[     results in better voltage profile of system. 

4 Results and Discussion 

A normal load flow and optimal load flow program run by Neplan (power simulation software) on a Libyan distribution 
network to find the optimum size and location for shunt capacitors, and distributed generation (DG). Simulations were 
carried out on a local distribution system, 11 kv, called Sileen Al-Bahria, in Khoms / Libya, located on an approximated 
area 120 km2, and 78 loads.  

4.1 The Consideration of Work 

1) The data of loads obtained in currents, not in active or reactive power,   measured per four months (by the general 
electric company of Libya). 

2) The power factor of the loads was unknown. Hence, it considered 0.87 to calculate the active and reactive power. 
3) The distribution system is unbalanced, which led to taking the average of the load currents, to represent the system in 

one line diagram per phase.  
4) The load factor is equal to one. 

4.2 Case Study ɪ 

       The first case study is a normal load flow approach, which finds the optimal sizes of shunt capacitors installed at each 
bus, which gives the less loss according to capacitor size. 

 
Figure 1: Optimal capacitor size for each bus bar locations 

 
Figure 1 shows the shunt capacitor size, which is the optimal size for each bus bar location. 
 



First Conference for Engineering Sciences and Technology (CEST-2018) 
25-27 September 2018 / Libya 

 
Figure 2: Power losses vs optimal shunt capacitor locations 

Figure 2 shows the total losses for each optimal shunt capacitor size installed at each busbar in kvar and shows the 
optimal size which gives the less loss at bus 53 with total losses 0.1967 MW, and optimal capacitor size 960.5  kvar. 

 

 
Figure 3: Voltage percentage vs shunt capacitor locations 

figure 3 after connecting a shunt capacitor at bus 53 with the optimal size  960.5 kvar, shows obtaining a very good 
voltage improvement for each bus. 

4.3   Case Study ɪɪ 

The second approach is an application of the optimal load flow by Newton Raphson wherein the optimal size of DG which 
could be found at each bus, which leads to finding the less loss in the network at all. 

 
Figure 4: Optimal DG  size for each bus bar location 

Figure 4 shows the DG size, which is the optimal size for each bus bar location. 
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Figure 5: Power losses vs Optimal DG locations 

 
Figure 5, which shows the total losses for each optimal DG size, installed at each busbar in MW, and shows the optimal size 
which gives the less loss at bus 53 with total losses 0.0292272 MW, and optimal DG size 2.218 MW. 
 

 
Figure 6: Voltage percentage Vs DG locations 

Figure 6 after connecting a distributed generator at bus 53 with the optimal size 2.218 MW, shows obtaining a very good 
voltage improvement for each bus. 
  

4.4 Comparison between the two case studies 

The following table shows a comparison between the two case studies mentioned above: 
 

Table 1: Optimal placement and sizing of DG and capacitor  

Case study Optimal   

bus  

location 

Optimal  

size 

Total  

 Losses 

 before 

Total  

losses 

after 

Power  

loss  

saving 

Voltage 
Deviation (pu) 

before 

Voltage 
Deviation 
(pu) after 

Case ɪ 53 960.5 kvar 0.2583 MW 0.1967 MW 0.0616 MW 1.1716 0.7327 

Case ɪɪ 53 2.218 MW 0.2583 MW 0.0292 MW 0.2291 MW 1.1716 0.0120 
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5 Conclusions 

In this paper, an efficient optimization algorithm proposed for optimal size and location of shunt capacitor and DG on a 
Libyan distribution network . This method based on Newton Raphson has an efficient minimization of the real and 
reactive power losses and voltage difference to retain the voltage limits within the accepted range. Two effective case studies 
have been used; a conventional case study  represented by installing Shunt Capacitors, and a modern case study represented 
by installing Distributed generators (DG). A real application on a Libyan distribution network by NEPLAN Software is 
applied and gave good results of loss minimization & voltage profile. A Comparison between the two case studies showed 
the difference between them. 
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